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Question:

1. May a computer server room open directly into an exit stairshaft?

2. If a vestibule is provided, does the wall between the computer server room and a vestibule have to

] be a fire separation with fire-resistance rating?

Interpretation:
Since the guestions are generic there are mulliple aspects of this issue:

A. Computer server room is a service room since it contains equipment associated with building
services as per definition 1.1.3.2.

1. Mo.
| | '
Sentence 3.4.4.4 (7) prohibits service rooms to open directly into an exit

2. Yas.

The vestibule providing indirect access should be constructed to the same requirements as the
Sarvice room,

B. Computer server room that serves the tenant's space is not a "service room” since it serves
tenant business aparation and should be treated as an office.

1. Yes
Comply with Subclause 3.3.1.3.(8)(b)(i) and Interpretation 98-0129.
2. MWFA

R. J Light, Committee Chair
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