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Question:

Clause 3.8.3.19.(1)(a) permits as an option an elevator to be used as an egress for persons with
disabilities from unsprinklered floor areas.

Is there any requirement for such elevators to be on emergency power or to be equipped with
automatic recall?

Interpretation:

No

Clause 3.8.3.19.(1)(a) simply requires that the elevators meet particular requirements of Subsection
3.2.6. and such requirements do not include emergency power or automatic recall.

Refer to Interpretation 98-0086 for further information on elevator recall.
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The views expressed are the consensus of the joint committee of AIBC, APEGBC, BOABC, and POABC, which form the BC Building Code
Interpretation Committee. The purpose of the committee is to encourage uniform province wide interpretation of the BC Building Code. These views
should not be considered as the official interpretation of legislated requirements based on the BC Building Code, as final responsibility for an
interpretation rests with the local Authority Having Jurisdiction. The views of the joint committee should not be construed as legal advice.




