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Question:

In Table 9.5.3.1. for residential occupancy the minimum heights of bathroom, water-closet room or
laundry area above grade is 2.1 m. What is the minimum height of a bathroom located below grade?

Iinterpretation:

The minimum room height of a bathroom located below grade is 2.1 m.

Sentence 9.5.3.1.(1) states that heights of rooms in residential occupancies shall conform to Table
9.5.3.1.

Table 9.5.3.1. requires a bathroom above grade to have a minimum height of 2.1 m., however, the
last item of Table 9.5.3.1. also states that finished rooms not specifically mentioned above to have a
minimum height of 2.1 m. ‘
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R. J. Light, Commiittee Chair

The views expressed are the consensus of the joint committee of AIBC, APEGBC, BOABC, and POABC, which form the BC Building Code
Interpretation Committee. The purpose of the committee is to encourage uniform province wide interpretation of the BC Building Code. These views
should not be considered as the official interpretation of legislated requirements based on the BC Building Code, as final responsibility for an
-interpretation rests with the local Authority Having Jurisdiction. The views of the joint committee should not be construed as legal advice.




