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: Questioﬁ:

. Sentence 9.8.8.1.(1) states that a guard is required at every surface to which access is provided and
where there is a difference in elevation greater than 600 mm to adjacent surface.

What constitutes the adjacent surface?

Interpretation:

Adjacent surface is not a defined term in BCBC. Sentence 9.8.8.1.(1) does not describe the
substance of the "adjacent surface”. Appendix "A" provides more explanation of the intent of this

various configurations related to this Sentence, the decision should be left to the designer and
authority having jurisdiction to arrive at a mutually acceptable solution which meets the safety intent
of the Building Code.

" The National Building Code 2005 edition has revised this Article to address this issue.

RS L/u

R. J. Light, Committee C'hair

The views expressed are the consensus of the joint commitee of AIBC, APEGBC, BOABC, and POABC, which form the BC Building Cade
Interpretalion Committee. The purpose of the committee is to encourage unifarm province wide interpretation of the BC Building Code. These views
should not be corsidersd as (ne official nterpretation of legislates requirements based on the BC Building Code, as final responsibility for an
interpretation rests with the local Autherity Having Junsdichon. The views of the joint committee shouid rot be construed as legal advice.




